
Connection Diagram: iMCP and iFPS
Drawing: 211996_A
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Shielded 
2-conductor cables

Min. 2 x 0.5 mm2 (0.8 mm)

FireZone no.

iMCP and iFPS
Brandtryk med akustisk signalgiver
Brandtryck med akustisk signalgivar
RWA-Hauptbediensstelle mit akustischen Signalgeber
Fire switch with acoustic signal transmitter
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Size: WxHxD = 125x125x38mm


